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, REPLY TO
'."' ~ATTENTION OF: SE 9

SEP 11 1961
NEDED

*.o Honorable Edward J. King

Governor of the Commonwealth of
Massachusetts

State House
Boston, Massachusetts 02133

Dear Governor King:

r Inclosed is a copy of the Upper Sackett Reservoir Dam (HA-00227) Phase I
Inspection Report, prepared under the National Program for Inspection of
Non-Federal Dams. This report is based upon a visual inspection, a
review of the past performance and a brief hydrological study of the
dam. I approve the report and support the findings and recommendations
described in Section 7 and ask that you keep me informed of the actions
taken to implement them. This follow-up action is vitally important.

Copies of this report have been forwarded to the Department of Environ-
- mental Quality Engineering, and to the owner, City of Pittsfield.

Copies will be available to the public in thirty days.

I wish to thank you and the Department of Environmental Quality
Engineering for your cooperation in this program.

Sincerely,

A s"sta t Accesston Fo---

Incl C. E. EDGAR, III ,

As stated Colonel, Corps of Engineero " QT A-TIC TAB
Division Engineer-....-. U6announced -

Justifioato

By
Distributio

Availability Codes

Avail and/or
Dist Speoial

*TIC
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NATIONAL DAM INSPECTION PROGRAM
PHASE I INSPECTION REPORT

BRIEF ASSESSMENT

IDENFIFICATION: MA 00227
" NAME OF DAM: Upper Sackett Reservoir Dam

r. TOWN: Hinsdale
COUNTY AND STATE: Berkshire County, Massachusetts
STREAM: Sackett Brook
DATE OF INSPECTION: July 1, 1981

- The dam is a 75.5 high, 660 feet long earth embankment dam

with a concrete corewall, a gate structure and an ungated

concrete 60 foot long spillway weir. The gate structure

regulates a 12 inch water supply line and a 24 inch drain. The

*dam is Owned by the City of Pittsfield and maintained and

operated by the Pittsfield Water Department. It was constructed

in 1947.

The dam has a size classification of intermediate and a

hazard potential classification of high. Based upon Corps

Guidelines, the PMF test flood inflow would be 3000 cfs, from the

" - 1.0 square mile drainage area. The routed test flood discharge

is 2645 cfs at a corresponding surcharge elevation of 1525.3.

-* The top of dam, elevation 1526, would not be overtopped. The

spillway has a capacity of 3350 cfs at the top of dam. The

spillway can pass 127 percent of the test flood outflow.

The visual inspection indicated the dam to be in fair

condition. Seepage was observed at three locations along the

*downstream toe of dam. Subsidence was observed near the gate

structure and right spillway training wall. Trees with diameters

up to 14 inches were observed along the downstream toe.

.... ....... .......... ................. ..



I,..

.' J

It is recommended that the Owner engage a qualified

registered professional engineer to investigate and design

required remedial measures for: the source of seepage at the

-. , downstream toe; the crest subsidence near the right spillway

wall and gate structure; the cause of surficial sloughs on the

downstream slope; a means of removing and backfilling trees and

roots; evaluating the condition of the 24 inch drain to assure

the gate is operable and repair of the leak in the spillway weir.

Furthermore, the Owner should institute remedial measures

which include: removal of brush growth on the slopes; cutting of

all trees near the training walls; cutting of brush and trees in

the outlet channels; repair of the expansion joints and the

spalled concrete at the training walls; yearly operation of all

gates to insure continued adequacy; development of a formal

surveillance and warning system and instituting a program of

annual technical inspection.

The recommendations and remedial measures should be

implemented by the Owner within one year after receipt of this

Phase I Inspection Report.

, AhCNALLD\
H.

" CHENEY ' Ronald H. Cheney, P.E.
N~o. 2'-103" .Vice President

Hayden, Harding & Buchanan, Inc.
Boston, Massachusetts
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This Phase I Inspection Report on Upper SackettRe
has been reviewed by the undersigned Review Board members.O
opinion, the reported findings, conclusions, and recommendations are
consistent with the Recommended Guidelines for Safety Inspection of
Dams, and with good engineering Judgement and practice, and is hereby
submitted for approval.

JOSE W. FINEGANS JR. MEMBER
Wate ontrol Branc-
Engineering Division

ARAM.ST HAHTESIAN, MEBER
Geotechmical Engineering Branch
Engineering Division

CARNEY M. TERZIAN, CHAIRMAN
Design Branch
Engineering Division

APPROVAL RECOMMENDED:

JOE B. FRYARChief, Engineering Division
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PREFACE

This report is prepared under guidance contained in the

-Recommended Guidelines for Safety Inspection of Dams, for Phase I

Investigations. Copies of these guidelines may be obtained from the

Office of Chief of Engineers, Washington, D.C. 20314. The purpose

of a Phase I Investigation is to identify expeditiously those dams

which may pose hazards to human life or property. The assessment of

the general condition of the dam is based upon available data and

.- visual inspections. Detailed investigation, and analyses involving
r

topographic mapping, subsurface investigations, testing., and

detailed computational evaluations are beyond the scope of a Phase I

Investigation, however, the investigation is intended to identify

S any need for such studies.

In reviewing this report, it should be realized that the

reported condition of the dam is based on observations of field

conditions at the time of inspection along with data available to

the inspection team. In cases where the reservoir was lowered or

drained prior to inspection, such action, while improving the

stability and safety of the dam, removes the normal load on the

*' structure and may obscure certain conditions which might otherwise

" be detectable if inspected under the normal operating environment of

the structure.

It is important to note that the condition of a dam depends on

numerous and constantly changing internal and external conditions,

and is evolutionary in nature. It would be incorrect to assume that

the present condition of the dam will continue to represent the

i UPPER SACKETT RESERVOIR DAM
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condition of the dam at some point in the future. Only through

continued care and inspection can there be any chance that 'Unsafe

conditions be detected.

Phase I inspections are not intended to provide detailed

hydrologic and hydraulic analyses. In accordance with the

established Guidelines, the Spillway Test flood is based on the

estimated "Probable Maximum Flood" for the region (greatest

reasonably possible storm runoff), or fractions thereof. Because of

the magnitude and rarity of such a storm event, a finding that a

spillway will not pass the test flood should not be interpreted as

necessarily posing a highly inadequate condition. The test flood

provides a measure of relative spillway capacity and serves as an

aide in determining the need for more detailed hydrologic and

hydraulic studies, considering the size of the dam, its general

• [condition and the downstream damage potential.

The Phase I Investigation does not include an assessment of the

need for fences, gates, no-trespassing signs, repairs to existing

fences and railings and other items which may be needed to minimize

trespass and provide greater security for the facility and safety to

the public. An evaluation of the project for compliance with OSHA -

rules and regulations is also excluded.

ii UPPER SACKETT RESERVOIR DAM J
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PHASE I
NATIONAL DAM INSPECTION PROGRAM

SECTION 1
PROJECT INFORMATION

1.1 General

a. Authority

Public Law 92-367, August 8, 1972, authorized the

Secretary of the Army, through the Corps of Engineers, to

initiate a national program of dam inspection throughout the

.- United States. The New England Division of the Corps of
Engineers has been assigned the responsibility of supervising the

inspection of dams within the New England Region. Hayden,

Harding & Buchanan, Inc. has been retained by the New England

Division to inspect and report on selected dams in the State of

Massachusetts. Authorization and notice to proceed was issued to

Hayden, Harding & Buchanan, Inc. on 26 June 1981 by William E.

Hodgson Jr., Colonel, Corps of Engineers. Contract No. DACW

33-80-C-0006 has been assigned by the Corps of Engineers for this

• . work.

b. Purpose

(1) Perform technical inspection and evaluation of

non-Federal dams to identify conditions which threaten the public

safety and thus permit correction in a timely manner by

non-Federal interests.

(2) Encourage and assist the States to initiate

quickly, effective dam safety programs for non-Federal dams.

1 UPPER SACKETT RESERVOIR DAM
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(3) To update, verify and complete the National

Inventory of Dams.

1.2 Description of Project

a. Location

Upper Sackett Reservoir Dam is located in the Town of

Hinsdale, Berkshire County, Massachusetts. The dam impounds the

waters of Sackett Brook. Upper Sackett Reservoir Dam is shown on

the Pittsfield East, Massachusetts Quadrangle with the

approximate coordinates of North 420 25' 07", West 730 09' 54".

Sackett Brook flows into the Housatonic River about 4 miles down-

stream of the dam.

b. Description of Dam and Appurtenances

The structure is a 75.5 foot high, 660 foot long earth .

embankment dam with a concrete corewall, a gate structure and a

concrete spillway. The spillway crest is 60 feet long, has

concrete training walls and has no provisions for stoplogs or

flashboards. The elevation of the top of spillway weir is 1520,

six feet below the elevation of the crest of dam. See photo-

graphs 2 and 3 Appendix C and plan B-3 in Appendix B.

The dam embankment is an earth fill structure with a

16 foot wide crest. It contains a concrete corewall varying in

width from 1 to 2 feet. The corewall comes to within 2 vertical

feet of the top of crest. The upstream face is ripraped to the

crest and has a slope of 2.5H:1V to elevation 1500 and 2H:1V

above elevation 1500. The downstream face is turf lined and -

contains a 6 foot wide berm with a paved gutter at elevation 1500

- 2 - UPPER SACKETT RESERVOIR DAM



. which divides the downstream face into two sections. The upper

section has a 2H:1V. slope and the lower section has a 2.5H.-lV. p

slope. There is a rock toe section at the upstream and

-downstream toe and an unclassified earth berm at the upstream toe

(See plans B-4 in Appendix B). .

The gate structure is a 16 foot inside diameter, brick

walled structure with a concrete beam and slab roof and concrete

substructure. The gate structure contains the manually control- -

led gates. The inlet pipes at the gate structure include a 12

* inch cast iron pipe from an intake structure approximately 95

feet upstream and a 24 inch cast iron main drain pipe which has

an intake structure about 150 feet upstream, on a 45 degree angle

with the dam (see plan B-3).

IThe outlet pipes from the gate structure include a 24

inch cast iron main drain which discharges approximately 240 feet

"* from the gate structure and a 12 inch cast iron water supply line

* which joins the City's water supply system just downstream of

Ashley Reservoir located approximately a mile and three quarters

west. The gate structure also contains screen baskets. See

Section 1.3.b and 1.3.j for a further description of the outlet

works.

c. Size Classification

The dam size classification is intermediate, based on

its hydraulic height of 75.5 feet. Corps Guideline requirements

*.. for an intermediate classification are a height of 40 to 100 feet

[i and/or a storage capacity of 1,000 to 50,000 acre-feet. The dam

has a storage capacity of 605 acre-feet.

- 3 - UPPER SACKETT RESERVOIR DAM
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d Hazard Classification

The dam has a high hazard potential due to the

potential for the loss of more than a few lives from an assumed

-dam failure flood. It is estimated that due to an assumed dam *

failure with water at the top of dam, at least 30 homes could be

damaged by floodwater from 2 to 6 feet deep above first floor

level.

Just prior to dam failure, spillway discharge could

cause damage at roads and 26 homes. Floodwater depths could be

at least 1 foot deep.

e. Ownership

The dam has been owned by the City of Pittsfield since

it was constructed.

f. Operator

The dam is maintained by the City of Pittsfield Water

Department. Mr. Paul J. Pierce is the superintendent. The

address of the Water Department Office is Tyler Street, -

Pittsfield, Massachusetts, 01201. The telephone is (413)

443-6112.

g. Purpose of Dam

The purpose of the dam is water supply.

h. Design amd Construction History

The dam was designed by Metcalf and Eddy of Boston,

Massachusetts in 1946. The dam was constructed by Daniel

O'Connell's Sons Inc. in 1947. No records of subsequent repairs

or modifications to the dam are known to have been made.

- 4 - UPPER SACKETT RESERVOIR DAM



i. Normal Operational Procedures

The dam is a water supply facility. The spillway has

no provisions for flashboards. The 24 inch drain line is

-normally closed. The 12 inch water supply line is regulated

according to the water demand of the system.

1.3 Pertinent Data

a. Drainage Area p

The drainage area of 1.0 s.m. (640 acres), is wooded,

. rolling, undeveloped land within the Pittsfield State Watershed

Area. The only major drainage path within the area is Sackett

Brook which inlets into the reservoir at the southeast corner.

See the drainage area map in Appendix D and photograph 1 in

E Appendix C. Ground surface elevations within the drainage area

-* vary from elevation 1520, (spillway level) to a maximum of

elevation 2050. The only roadway within the drainage area is

Pittsfield Road which parallels the path of Sackett Brook over

its final 2000 feet length before entering the reservoir.

b. Discharge at Dam Site

1. Outlet Works

The outlet works for the dam consist of an

ungated spillway and channel, a 24 inch main drain and a 12

inch water supply line. The 12 inch water supply line has

its inlet at elevation 1481.5. It exits the gate structure

at invert elevation 1475.5. The line extends approximately

1-3/4 miles downstream where it joins the water supply

system at Ashley Reservoir.

' - 5 - UPPER SACKETT RESERVOIR DAM
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The 24 inch main drain has its invert at eleva-

tion 1474. It discharges at a concrete headwall structure

(invert 1450.5 ) located at the downstream toe.

The gates for both pipes, located within the gate

structure are operable according to Water Department per- -

sonnel. However, the 24 inch gate has not been used in 5

to 6 years.

The maximum capacity of the 24 inch pipe is 5 cfs

and the capacity of the 12 inch line is 1 cfs, with the

water level at elevation 1526, top of dam.

The spillway, (see photographs 3 and 12), has

concrete training walls, a 60 foot long concrete weir and

has no provisions for stoplogs or flashboards. The eleva-

tion of the top of weir is 1520. -

2. Maximum Known Flood

Records of maximum past floods or reservoir

impoundments were not located. Data from the U.S. Weather

Bureau indicate that 4 to 6 inches of rainfall occured in

the vicinity of the dam during the periods of August 11 to

15 and again on August 17 to 20, 1955. -

3. Ungated Spillway Capacity at Top of Dam

The spillway capacity is 3350 cfs with the

reservoir water level at the top of dam, elevation 1526.

All gate valves were assumed closed.

4. Ungated Spillway Capacity at Test Flood

The routed test flood outflow would be 2645 cfs.

The spillway has a capacity of 3350 cfs or 127 percent of

- 6 - UPPER SACKETT RESERVOIR DAM



the test flood outflow. The test flood surcharge elevation

would be 1525.3. All gate valves were assumed closed7.

5. Total Project Discharge at Top of Dam

The total project discharge with the reservoir

level at the top of dam, elevation 1526, and with the 12 p

and 24 inch outlet pipes open would be about 3355 cfs.

6. Total Project Discharge at Test Flood Elevation

The total project discharge for the test flood .

condition with the 24 and 12 inch outlet pipes open would

be approximately 2650 cfs, at elevation 1525.3.

c. Elevation (feet above NGVD - approximate only)

(1) Streambed at toe of dam ----------------- 1450+

(2) Bottom of cutoff ------------------------ 1460

. (3) Maximum tailwater ----------------------- Unknown

(4) Normal pool ----------------------------- 1520

(5) Full flood control pool ----------------- N/A

(6) Spillway crest -------------------------- 1520

(7) Design surcharge (Original Design) ------ 1523.5

(8) Top of Dam ------------------------------ 1526

(9) Test flood surcharge -------------------- 1525.3

d. Reservoir (Length in feet)

(1) Normal pool (elevation 1520) ------------ 1400

(2) Spillway crest pool --------------------- 1400

(3) Top of dam ------------------------------ 1450

(4) Test flood pool ------------------------- 1450

(5) Flood control pool ---------------------- N/A

- 7 - UPPER SACKETT RESERVOIR DAM



e. Storage (acre-feet)

(1) Normal pool (elevation 1520)-------------------475

(2) Spillway crest pool------------------------ 475

(3) Test flood pool---------------------------- 590

(4) Top of dam--------------------------------- 605

(5) Flood control pool------------------------- N/A

f. Reservoir Surfaces (acres)

(1) Normal pool-------------------------------- 20.4

(2) Spillway crest (elevation 1520)-------------20.4

(3) Test flood pool---------------------------- 22.2

(4) Top of dam--------------------------------- 22.4

(5) Flood control pool------------------------- N/A

g. Dam

(1) Type----------------------------- earth embankment

(2) Length------------------------------------- 660'

(3) Height (hydraulic) ------------------------- 75.5'

(4) Top Width---------------------------------- 16'

(5) Side Slopes- Upper----------------------- 2H:1V

-Lower----------------------- 2.SH:1V

(6) Zoning -------impervious earth and bank run gravel

(7) Impervious Core ---- impervious earth and concrete

core wall
(8) Cutoff------------------------- concrete core wall

(9) Grout curtain------------------------------ None

h. Diversion and Regulating Tunnel -None at this project

i. Spillway4

(1) Type------------------------------------ ogee weir

(2) Length of weir----------------------------- 60'

-8 - UPPER SACKETT RESERVOIR DAM 7



(3) Crest elevation(top of concrete weir) 1520

(4) Gates or provisions for flashboards None

(5) U/S Channel --------------------------- 60'+ wide

* (6) D/S Channel --------------------------- 25'+ wide

j. Regulating Outlet p

Discharge from the 12 inch water line and 24 inch drain

pipe are regulated at the 16 foot diameter brick gate structure.

The gate structure contains a well which extends to elevation p

, "1473. There are 5 manually operated gate valves within the gate

structure. These consist of a 12 inch water supply inlet (invert

elevation 1481.5), a 24 inch drain inlet (invert elevation 1474),

, a 24 inch drain outlet (invert elevation 1474), a 12 inch water

supply outlet (invert elevation 1475.5) and a gate valve

K controlling flow into the 24 inch line from the gate structure

*? well. See plan B-5 in Appendix B. By regulating the valves

- water can be drawn from high or low levels from within the

*. reservoir and discharged into the water supply line or drain

line.

T.

I-.
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SECTION 2

ENGINEERING DATA

2.1 Design Data

Design plans, dated August 1946, prepared by Metcalf and

Eddy, Inc., Boston, Massachusetts, were obtained from the

Pittsfield Engineering Department.

Design calculations were located at the office of Metcalf

and Eddy, Boston, Massachusetts.

2.2 Construction Data

The report titled "Final Report on the Construction of

Sackett Brook Upper Dam and Appurtenances, March 15, 1949, 2044"

prepared by Metcalf and Eddy was made available at their Boston I

office.

.U 2.3 Operation Data

Operational data is available at the Water Department and

Engineering Department.

2.4 Evaluation of Data

a. Availability

Design plans by Metcalf and Eddy, Inc. were obtained

from the Pittsfield Engineering Department. Design calculations

were located at the office of Metcalf and Eddy. State Inspection

- Reports from the years 1971, 1972, 1974 and 1977 and a 1966

1 U- 10 - UPPER SACKETT RESERVOIR DAM "
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County Inspection Report were made available at the Department of

Environmental Quality Engineering, Division of Waterways, Bbston

Office.

b. Adequacy

The information made available, along with the visual

inspection, is adequate for a Phase I level inspection.

c. Validity

The visual inspection of this facility showed no p

* reason to question the validity of the information supplied with-

. in the March 15, 1949 Final Report, the State Inspection Reports

or the August 1946 Metcalf and Eddy plans and calculations. p

11UPE SCKT RSEVIRDA-
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SECTION 3

VISUAL INSPECTION 1

3.1 Findings

a. General

The visual inspection performed on July 1, 1981,

included the dam, the spillway and the gate structure. The water

level of the reservoir was about 10 inches below the spillway

crest at the time of the inspection.

b. Dam

The dam is an earth fill structure about 75.5 feet

high, 660 feet long and 16 feet wide at the crest. The as-built

drawings contained in the 1949 Metcalf & Eddy Final Report,

indicate that the embankment is composed primarily of impervious

earth and contains a reinforced concrete corewall, upstream

riprap cover, a rock toe at both the upstream and downstream toe,

an unclassified earth berm at the upstream toe and a bank-run

gravel drainage zone in the downstream embankment.

A spillway is located between the left side of the dam

and the left abutment.

1. Upstream Slope

The upstream slope of the dam is inclined at

2H:1V above elevation 1500 and 2.5H:1V below elevation

1500.

The riprap above the waterline is in good condi-

tion with no slope failures evident (photograph 4).

However, at the gate structure there is some evidence that

- 12 - UPPER SACKETT RESERVOIR DAM
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the upstream slope may have subsided somewhat, as shown in

photograph 11. It appears that the foundation wall of the p

gate structure was resurfaced with mortar in the past and

that the riprap has settled as much as 10 inches below the

- area that was resurfaced. p

Brush up to 5 feet tall is present on the up-

stream slope.

2. Crest -

The dam crest, shown in photograph 10 is grass

covered with no apparent misalignment. At the left end of

the dam, the crest has settled about 1 foot immediately P

.., behind the right wall of the spillway as shown in photo-

graph 12.

3. Downstream Slope

The downstream slope of the dam, shown in photo-

graph 5, has an upper slope of 2H:IV and a lower slope of

n 2.5H:1V. These sections of the slope are separated by a 6

foot wide terrace at elevation 1500. The slope is grass

covered and generally well maintained except near the toe

where trees, up to 14 inch diameter, are growing.

Seepage of 1 to 2 gpm of clear water was observed

at the intersection of the toe of the dam and the right

abutment at a location about 100 feet from the right end of

the dam (photograph 9).

Two other areas of seepage were observed a few

feet to the left side of the outlet structure flowing out

of the rockfill toe. The largest seepage area, shown in

- 13 - UPPER SACKETT RESERVOIR DAM
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photograph 7, was flowing at an estimated rate of 3 to 5

gpm from an elevation of a couple of feet higher than the

flow in the outlet channel. A smaller seepage area flowing

at an estimated rate of 1 gpm was observed a few feet above

this seepage area. The flow in both areas appeared clear

at the time of the inspection.

Several small sloughs up to 1.5 feet deep were

observed on the downstream slope at an elevation midway

between the crest and the terrace in the general area below

the gate structure.

c. Appurtenant Structures N

Heavy tree growth is evident on the left abutment

immediately behind the left training wall of the spillway as

shown in photograph 2. Heavy brush and small trees are present . s.

near the downstream end of the right spillway training wall.

The downstream concrete spillway apron is in good

condition except for vegetation growing in the joints (photo-

graph 3).

The spillway weir was observed to be in generally good

condition. Due to the low water level during the July 8, 1981 -- -

inspection, no leakage was observed through the weir, however, at

the time the aerial photograph was taken the water level was

higher and leakage can be observed at the expansion joint. There

is some minor efflorescence observed at the left training wall at

the weir.

The training walls are in generally good condition.

There is a small piece of concrete missing at the top of the
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right intake training wall at the expansion joint with the

spillway weir. There is some spalling at expansion joints 'and

the joints are in need of filling and caulking. There is some

minor spalling of concrete at the wall tops.

-According to Pittsfield Water Department personnel,

the gates for the 12 and 24 inch pipes are operational. The 12

- inch pipe is operated frequently, however the 24 inch drain pipe

has not been operated for about 5 or 6 years. The 24 inch pipe

was reported to be closed however, water, estimated at 2 gallons

per minute was observed discharging from the pipe outlet.

The outlet structure is a 4 foot high by 4 foot wide

concrete headwall structure with training walls inclined at

approximately 1 1/2H:1V (photograph 8). The outlet structure was

K !in generally good condition.

. d. Reservoir Area

There is no indication of slope instability along the

banks of the reservoir in the vicinity of the dam.

e. Downstream Channel

The spillway discharge channel is a steeply sloped

channel cut in bedrock. The channel is generally free of

obstructions but has numerous trees overhanging the channel as

shown in photograph 2.

The main drain outlet channel is the natural

streambed. This channel has become overgrown with brush and

.- trees both in and overhanging the channel (photograph 6).

1T
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3.2 Evaluation

Visual inspection indicates that the dam is in generally

fair condition. The inspection disclosed the following items ..j

which require attention:

a. The seepage observed at three locations along the toe

of the dam, if left uncontrolled, could lead to piping and

stability problems for the dam.

b. The subsidence near the gate structure and right .

spillway training wall may be indicative of erosion or piping of

soil in these areas.

c. Roots of trees at the toe of the dam could provide

pathways for seepage which could lead to internal erosion of the

embankment. Uprooting of trees during a storm could cause local

instability and sloughing at the toe of the embankment. I

d. The 24 inch drain line has not been operated for 5 or

6 years. The condition of the gate and source of existing

discharge should be determined. P

e. Several small sloughs were observed on the downstream

slope.

1T
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SECTION 4

OPERATIONAL AND MAINTENANCE PROCEDURES

* 4.1 Operational Procedures

i a. General

The dam is a water supply facility containing a

spillway which has no provisions for flashboards. The 24 inch

drain line is normally closed and the 12 inch water supply line

is regulated according to the demand of the system.

b. Description of Warning System

r There are no warning systems at this dam.

4.2 Maintenance Procedures

a. General

The Pittsfield Water Department is responsible for the

maintenance of this dam. The dam and its associated

! appurtenances are checked by employees of the Water Department,

on a weekly basis.

b. Operating Facilities

-There is no formal maintenance procedure for this

facility. As the dam is used for water supply purposes, any

" .. deficiencies in the operational facilities could be detected

during normal operation.
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4.3 Evaluation

There are no formal written operational or maintenance

procedures. The Pittsfield Water Department periodically checks

the facility and performs general maintenance. A program of *'

annual technical inspection should be instituted. A formal down--

stream warning system should be developed and put into effect.
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SECTION 5

EVALUATION OF HYDRAULIC/HYDROLOGIC FEATURES

5.1 General

iL EUpper Sackett Reservoir is located in the southwest corner

of the Town of Hinsdale, about 1.75 miles east of the City of

Pittsfield. The drainage area, 1.0 s.m (640 acres), is wooded,

undeveloped land within the Pittsfield State Watershed Area. The

*- terrain is rolling and there is one brook which carries runoff to

the reservoir.

The reservoir outlet, Sackett Brook, flows northwest about

4 miles to reach the Housatonic River, in Pittsfield.

5.2 Design Data

The dam was constructed in 1947. Design plans dated 1946

were found. Hydraulic/hydrologic design data was located and

appear to follow acceptable engineering standards at the time of

design.

- 5.3 Experience Data

Reservoir water surface level records and other operating

information are available at the Pittsfield Water Department or

Engineering Department Offices. The normal pool level of this

. reservoir varies considerably, depending on inflow and demand.

L
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5.4 Test Flood Analysis

The dam has a size classification of intermediate and a

high hazard potential. Based upon Corps Guidelines, the test

- "flood would be the full PMF. The test flood inflow from the 1.0

s.m. drainage area is 3,000 cfs. This is based upon Corps

Guidelines for runoff of 3000 cfs/s.m. from a drainage area of 1

s.m. in size. The routed outflow through the spillway would be

2,645 cfs. The spillway can pass 127 percent of the routed test

flood outflow.

Assuming the reservoir was initially filled to the spillway

level (photograph 12), elevation 1520.0, the inflow would sur-

charge the reservoir to elevation 1525.3+. Water would be about

5.3 feet deep at the spillway, whose maximum depth is 6 feet.

The spillway has no provisions for flashboards. The dam is not

overtopped under test flood conditions.

5.5 Dam Failure Analysis

This dam was determined to have a high hazard potential due

to the potential loss of more than a few lives from an assumed

dam failure flood. The dam was assumed to have failed when the -

water level was at elevation 1526.0, top of dam. The peak

failure discharge of 167,660 cfs is developed by assuming a

breach length of 152 feet for the 75.5 feet high structure. All

downstream flood levels refer to depths above first floor level

in homes.

The outlet channel, Sackett Brook, runs westerly about 4

miles to reach the Housatonic River. Three impact areas were
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determined in this analysis. They occur at Kichner Road,

* 3Washington Mountain Road and Division Road.
At the first area, Kirchner Road, Station 50+00, the road

* is overtopped by up to 20+ feet of floodwater. Two homes and a

I L barn could be damaged by 2 to 3+ feet of floodwater. A

significant amount of floodwater could flow downhill along

Kischner Road damaging other homes.

At the second impact area, Washington Mountain Road,

" . Stations 80+00 to 90+00, the road will be overtopped by up to 14+

feet of floodwater. At least 2 homes could be damaged by 2 to 5

feet of floodwater.

The third impact area occurs at Division Street, Stations

100+00 to 105+00. Here, the road will be overtopped by at least

36+ feet of floodwater. In this developed area,- at least 26 homes

* could be damaged by at least 2 to 6 feet of floodwater.

Beyond the areas studied, there could be additional

floodwater damage as the remaining 25,000+ cfs dam failure

discharge flows to the Housatonic River. Significant flood

depths could continue along the remaining 2+ mile flow path.

Just prior to dam failure, spillway discharge would be

about 3,350 cfs. This flow will cause downstream flooding

[- problems at road crossings and homes built near the brook

channel. Floodwater about 1 foot deep could damage the 25 homes

near Division Road.
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SECTION 6

EVALUATION OF STRUCTURAL STABILITY

6.1 Visual Observations

The visual inspection indicates the following potential -

structural problem:

a. The presence of seepage at the downstream toe of the

embankment, if left uncontrolled, could lead to failure of the

dam.

b. Areas of erosion or seepage could be created by the

uprooting or decaying of trees located at the toe of the

embankment.

6.2 Design and Construction Data

Design drawings prepared by Metcalf & Eddy Engineers,

Boston, Massachusetts dated August 1946 and the final report

dated March 1949 were reviewed.

The following geotechnical information was obtained from

these drawings.

a. The upstream and downstream slopes are 2H:1V above -

elevation 1500 and 2.5H:lV below elevation 1500.

b. The dam is an earth embankment with a concrete core-

wall extending the full length of the dam from 2 feet below the

crest to the natural foundation soils. The upstream face is

fully ripraped overlying a 12 inch gravel layer. Upstream of the

corewall the embankment is classified as "impervious earth" which

was compacted to an average dry unit weight of 121 pcf which
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corresponds to an average of 95.6 percent of the "modified

proctor test". This fill is described As a well-graded glacial

till and was estimated to have a permeability of 0.1 x 10 -4

S"cm/sec. Downstream of the corewall, the embankment is the same

* "impervious earth" but includes a bank-run gravel drainage zone.

A rock toe is included at both the upstream and downstream toe

and an earth berm was constructed at the upstream toe.

c. The embankment is founded on the natural deposits

located in the river bottom which are generally identified as

very compact sand, gravel and boulders with trace of clay.

d. The natural foundation soils were stripped to firm

*material and covered with a thin layer of "most impervious

material".

e. Filter-protected tile drains were provided under the

-. spillway discharge channel and along the downstream toe of the

dam east (right) of the brook channel.

6.3 Post Construction Changes

- . . No significant post construction changes to the dam are

known.

6.4 Seismic Stability

The dam is located within Seismic Zone 2 and in accordance

with the recommended Phase I guidelines does not require seismic

stability analysis.
L%

p. - - 23 - UPPER SACKETT RESERVOIR DAM

.................. . ... ........ ........ .



* . . .--- . .,

SECTION 7

ASSESSMENT, RECOMMENDATIONS, REMEDIAL MEASURES

7.1 Dam Assessment

a. Condition

Based on a visual inspection and the available infor-

mation the dam is judged to be in fair condition.

b. Adequacy of Information

The information made available, along with the visual

inspection, is adequate for a Phase I level investigation.

c. Urgency

The recommendations and remedial measures presented

below should be implemented within one year after receipt of the

Phase I Inspection Report from the Owner.

7.2 Recommendations

The Owner should engage a qualified registered professional

engineer to investigate and design the required remedial measures

for:

a. The source of seepage found at three locations at the

downstream toe of the dam.

b. The crest subsidence near the right spillway wall and

the slope subsidence near the gate structure.

c. The cause of surficial sloughs on the downstream

slope.
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* d. Means of removing tree and roots from the dam and 20

5 feet beyond the downstream toe and selecting acceptable backfill

for holes created by root removal.

e. Evaluating the condition of the 24 inch drain line

control gate to assure the gate is operable.

f. Repair of the leak in the spillway weir.

The Owner should implement the recommendations of the

engineer.

7.3 Remedial Measures

a. Operating and Maintenance Procedures

1. Brush growth on the upstream and downstream

slopes should be cut as part of routine annual maintenance.

S 2. All trees on the left abutment within 10 feet of

the spillway training wall and trees near the end of the

right spillway training wall should be cut.

3. Brush and trees in the spillway and outlet

discharge channels should be cut for a distance of 50 feet

downstream, as part of routine maintenance.

4. The expansion joints in the spillway training

walls should be filled and caulked.

5. The spalled concrete at the top of the spillway

training walls and the missing piece of concrete at the

right training wall adjacent to the weir should be

repaired.

6. All control gates should be operated yearly to

insure continued adequacy.
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7. The dam should be inspected every year by

qualified registered professional engineers who can

identify areas of concern which, if left unchecked, could

jeopardize the safety of the dam. This inspection should

include observation and documentation of seepage so that

significant changes in flow can be detected. This

inspection should be performed at both high and low

reservoir level.

8. The Owner should develop a formal surveillance

and warning system for downstream areas in case of

emergency.

7.4 Alternatives

There are no practical alternatives for these recommenda-

tions and remedial measures.

-J

I
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VISUAL INSPECTION CHECKLIST
PARTY ORGAN!IZAT ION

PROECT upper Sackett Reservoir DamnDT 7/1/81

TIME 11:00

WEATHER Partly sunny. 80's

IL W.S. ELEV. 1519+ U.S.- DN.S.

PARTY:

1.Ron Cheney HHB 6.

- 2 Dave Vine HHB 7._ _ _ _ _ _ __ _ _ _ _ _

*3- mike angieri HHB 8.

4. Karl palenbercr GEl 9.

* 5~~S Ray Pulver Pittsfield Water Dept. 10._ _________________

PROJECT FEATURE INSPECTED BY REMARKS

1.mbankment R.C., D.V., M.A., K.D

2. Spillway R.C., D.V., M.A., K.D

3. outlet works R.C., ').V., M.A., K.D

* 4.

* 6.

* * 7.

* . 8.

* 9.

* 10.
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PERIODIC INSPECTION CHECKLIST

PROJECT Uper Sackett Reservoir Dam !'ATE 7/1/81

PROJECT FEATURE Dam Embankment AME K. Dalenbexg, D. Vine

DISCIPLINE eotechnical, Structural & Hydraulic iAM1E R. Cheney, M. Angieri

AREA EVALUATED CONDIT:ON-

DAM EMBANKMIENT

Crest Elevation 1526

Current Pool Elevation 1519+

Maximum Impoundment to Date Unknown

Surface Cracks None observed.

Pavement Condition No pavement.

Movement or Settlement of Crest Settlement of crest 1 ft at inter-
section with left spillway wall.

Lateral MovementLate a I o yeen tNone observed.

Vertical Alignment Good.

Horizontal Aliqnment Good.

Condition at Abutment and at Concrete Settlement of crest 1 ft at spillway
Structures wall and at gate structure

Indications of Movement of Structural None observed '7
Items on Slooes

Trespassinq on Slopes None observed.

Slouqhinn or Erosion of Slopes or Minor sloughing of downstream slope in
Abutments several areas below gatehouse up to 1 "

ft scarps on slope.
Rock Slope Protection - Riprap Failures Riprap in good condition. No failures

Unusual Movement or Crackina at or Near observed.
Toe None observed.

1. Seepage of 1-2 gpm near intersection ,
Unusual Embankment or Downstream of toe and right abutment beginning

Seenage about 100 ft from right end of dam.

2. Seepage of 3-5 gpm from riprap on
.ioinq or Roils left side of outlet structure at toe.

"oundation Drainage Features None observed.
None observed.

Toe Drains Rock toe observed along most of dam.

:nstrumentation System None observed.
Minor brush on upstream slope.

Ieaetat~nn Trees up to 14-in diameter at toe 3f d
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PERIODIC INSPECTION CHECKLIST

PROJECT Uper Sackett Reservoir Dam DATE 7/1/81

PROJECT FEATURE Outlet Works NAMF K. Dalenberc. D. Vine
'. .-. DISCIPLINIE Geotechnical, Structural & Hydraulic NAMR. Cheney, M. Angieri

p'.

AREA EVALUATED CONDITION

OUTLET WORKS - INTAKE CHANNEL AND
INTAKE STRUCTURE

a. Approach Channel

Slope Conditions Below water at time of inspection.

Bottom Conditions

Rock Slides or Falls

r Log Boom

Debri s

Condition of Concrete Lining

Drains or Weep Holes
b. Intake Structure Below water at time of inspection.

Condition of Concrete
| Stop Logs and Slots

mA 2
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PERIODIC INSPECTION CHECKLIST

PROJECT Upper Sackett Reservoir Dam DATE 7/1/81

PROJECT FEATURE Outlet Works NAME Karl Dalenberg, D. Vine

DISCIPLINE Geotechnical, Structural & Hydraulic NAME R. Cheney, M. Angieri

AREA EVALUATED CONDITION

OUTLET WORKS - CONTROL TOWER

a. Concrete and Structural The brick walled with concrete beam and

slab roof gate structure was in good con-
General Condition dition

Condition of Joints

Spalling

Visible Reinforcing

Rusting or Staining of Concrete

Any Seepage or Efflorescence

Joint Alignment

Unusual Seepage or Leaks in Gate - --

Chamber

Cracks

Rustinq or Corrosion of Steel P-

b. Mechanical and Electrical All gates are manual

Air Vents

Float Wells

Crane Hoist

Elevator

Hydraulic System

Service Gates

Emergency Gates

Liqhtninq Protection System

Emergency Power System

Wirinq and Liahtinq System

A-5
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PERIODIC INSPECTIO14 CHECKLIST

PROJECT Uover Sackett Reservoir Dam DATE 7/1/81

PROJECT FEATURE outlet Works. NAME K. Dalenberg, D. vine

DISCIPLINE Geotechnical, Structural & Hydrauli(NAME R. Cheney, M. Angieri

AREA EVALUATED CONDITION

OUTLET WORKS -TRANSITION AND CONDUIT

General Condition of Concrete None at this project.

~ . Rust or Staininq on Concrete

I - Spalling

Erosion or Cavitation

K: > Cracki ng
Aliqnment of Monoliths

1Alionment of Joints

Numberinq of Monoliths

7-1
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PERIODIC INSPECTION CHECKLIST

PROJECT une sacketr Reprn r MM DATE 7/1/81

PROEC FATRE outlet works NAE K. Dalenberg, D. vine

DISCIPLINE r-eotachnical.structural & Hydraulic NAME R. Cheney, M. -Angieri

AREA EVALUATED CONDITION

OUTLET WORKS - OUTLET STRUCTURE AND

OUTLET CHANNEL

General Condition of Concrete Go

Rust or Staining None observed

Spa llng

Erosion or Cavitation

Visible Reinforcing

* Any Seepage or Efflorescence

*Condition at Joints Good

Dran hlesNone observed.

Channel Piprap bottom.

Looe Rck r TeesOvehaningNumerous trees overhanging and in channel
Channel

Condition of Discharge Channel Heavily overgrown.
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PERIODIC INSPECTION CHECKLIST

PROJECT UDDer Sackett Reservoir Dan DATE 7/1/A:

PROJECT FEATURE Outlet Works NAME K. Dalenberg, D. Vine

E DISCIPLINEGeotechnical, Structural & Hydraulic NAME R. Cheney, M. Angieri

I, _____.________,_______-.___________.,,__________

AREA EVALUATED CONDITION

OUTLET WORKS - SPILLWAY WEIR, APPROACH

AND DISCHARGE CHANNELS

a. Approach Channel

S.• General Condition Below water. -

Loose Rock Overhanging Channel None observed.

Trees Overhanging Channel Heavy growth above left wall on abutment.

Floor of Approach Channel Below water.

- b. Weir and Training Walls

General Condition of Concrete Good

Rust or Staining Minor

Spallina Minor along top of walls

Any Visible Reinforcing None

i Any Seepage or Efflorescence Minor

Drain Holes None observed.

c. Discharge Channel

b General Condition Concrete section is good.
-1

S-. Loose Rock Overhanging Channel None observed.

Trees Ovevrhanging Channel Above left channel wall on abutment

Floor of Channel Concrete section good-steeply dipping

bedrock floor beyond concrete section -

Other Obstructions some tree growth on sides and in bottom.

Other Comments Vegetation in concrete joints.
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PERIODIC INSPECTION CHECKLIST

PROJECT upper Sackett Reservoir Dam DATE 7/1/81

".- PROJECT FEATURE Outlet Works NAME K. Dalenberg. D'vine

DISCIPLINE Geotechnical, Structural & Hydraulic NAME R. Cheney, M..Angieri

AREA EVALUATED CONDITION

OUTLET WORKS - SERVICE BRIDGE

a. Super Structure None at this project.

Bearings

Anchor Bolts

Bridge Seat

Longitudinal Members

Underside of Deck

Secondary Bracing

deck

Drainaqe System

Rail inqs

Expansion Joints

Paint

"- b. Abutment & Piers

General Condition of Concrete

Alignment of Abutment

Approach to Bridge

Condition of Seat & Backwall

A-9
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LIST OF AVAILABLE ENGINEERING DATA

1. Design plans dated 1946, provided by Pittsfield Engineering
Department.

2. Design calculations and Final Report, provided by Medcalf &
Eddy, Boston, Massachusetts.

- 3. State Inspection Reports for the years 1971, 1972, 1974 and 1977
and County Inspection Report for 1966, provided by the Depart-
ment of Environmental Quality Engineering, Division of Water-
ways, Boston Office.
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EXECUTIVE OFFICE OF ENVIROU2MITTAL AFFAIRS
DEPATME ITr OF EII I- XTL QULIY IR.

I U-0. IDIVISION OF WATEZRWIAS

city of Pittsfield Re: Insp. Dam #1-2-132-7
City HallNew Upper Sacket Darm

Pittsfield, Mass. 01201 Hinsdale

Attn: Mr. Louis Newbill

:1 Dear Sir:
Gn Septamber 29, 1976 ,an Enainaer from thc :Inac?,usetts -'.2art--_
me~nt of Pu~lic C.-or'.:.3 maze a visal --a ~Cto ou t aoedi. r
records indicate t'7,a o-.:!rr to bz the Gu~y of Pittsfield.

UIf this inf or'a t ior: is 'incorrect, ;T1.-~ou plea: a not, this of f ic C

..'~c irns.-cction ifas na n 1cozaz :i z-, ril ro :7, C 3 0C C',-tv.r
2$ c t.. ~c ~ ";Th3 22er.-al T.;' a'-, a~ine a fa t,! ~C.

=C:iarntor 706 of t. 4 :ctz of 1973 t.rainsfar-o- t-Ie jur_-_LL2C-tC-r, f a
so-called ;;Darns Safr*';- l'roaram" t1-o t'i e C omiau son.a of "C. Ie D .,2- r a r t* 3 of Environm~ental Quality ~'g

.4.ie re-ults of 'amietinidzaota ti ~r i,zc'-'
z; ad.2 The f ol11lo iIn g co.i cLiiti-4onz :r c ~o tc ta rec u .r e a t n 4--1 1i

- 3Brush along the channel walls and on the upstream slcope should be re..,:oveca.

The spalled joint reported in 1974 has not beon repaired. This shouldb

* corrected.

The settlement in back of the westerly channel wall should be correctedc.

* ~ a ca.l iz onii to your att.-Inion fo2t'iey br Cc.oA?.
a.=id m.crc c,-ensive to corrcct. 1,it*h an- corros-cn-.'c:.cc plca , i n-
clude'. t.ic nu.-:.;zr of t-2dar, as in,,catcca abov 2.

CC: Dean P. Aiidon. D.HT. Dist. I
*Robert Jordan, D-ti.E. Elist. I

File

I--.;..S.1



INSPECTION! REPORT -DA?'S At'' RESERVOIPS

- I .Location: JPWTown HIflSDALZ Dam 'No. 1-2-132-T

*Name of Damn New Upper Sacket. Inspected by: FWordaxi R RD S ol

Date of Inspection 9/29/716

* 2. Prev. Inspection x
* Ow.-ner/s: per: Assessors_____

Reg. of Deeds_____ Pers. Contact_________

.1. CitY of Pittsfield City Hall Pittsfield 499-1lo
Name St. & NcI. C it/Tow'n Statc Tehi.!o

Ilare St. &J10. City/Tov'n State T,7l. -No.

* 3.

l am e St. & No. C ity/T oin Stat2 Tel . No.

Ca Crc'-t a!'cr frif any] e.g. superint,_.ndert, plant manager, appcinteci by, absenteoc
*owner, appcintkd ~ymulti oviners.

Louis -1wbf City Hal - Pittsfield h99-l100
* . r~ama !t. N o. CitTo.nS.c

4. -

M c. of Picturzs t -a o1

Derreec- HfI-azard: rif dam shoUld fail coqr"(:tc'1v]*

1. Vinor .2. tjod,,:r.3&2

3. Severe . * Di s a~ts". __

*This ratinq may change as land uso ch L~ futurc d:eh~;"

*Outlzt Control: Automatic I. aKn~. UI X

urutra iac r Damn: on:io:

1. coc ______ .,rrPv;

3. i'ajor R.oairs .4. tUrgF.t t

C onmr. rts: _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _



SL-10 A

ovn;-strean Face of Damn: Conci.*tion: - . Coo," . 2. Nincr FRzoairs

3. "ziaor Feoairs 4. Urgaz.t Pcnairs .

Emc-rqec--.cy Spillway: Condition: 1 . ocd X . 2. Mlinor P'rairs____

3. ajor Recai rs .4. Urgent Rep:0rs

Commcnts:__________________________________

'atc-r i--vcl tihz of in~spection: 2.5' .ft. abov-,Z . belIowI x

tor. oil damn______

E D~~~rincipal scil''___________

cthcr- evergency spillway

* Summary of Oeficicnci-s Noted:

Groi-'t.h [Trccs and Brush] on Em. nkmcnt X

An i , 1 Burrv.,s -nd 'Hasouts_______________________

- D~~amatia to slonps or ton of d am______________________

Crac!:c.d cr 0.tmagEd Iasonrv! x

Evi& ncc of Si..op agc._____________________________

Evidercc of Piping____________________ _______

Eros ion

tI ~Trash and/c~r dcris imccding flow____________________

Coqc r No~dsrilway_____________

- ~~OthLr_____________________

1-



L.. - . pin 1-2-150r-7

.. r R'-arks t. Pcc:r .tions: Flul'.-! Frlai.P- VIOUS INSPECTION DATE: January 2 19

In general the dam is in good condition. The embankment is stable; no sloughs or

settlement was noted. Some light brush is growing on the upstream slope.

he concrete spillway is good except for the spalled joint reported in 1974. The brush - p

growing along the channel walls has not been removed, nor has the settlement in back

of the westerly channel wall been repaired.

Except for these minor deficiencies, the dam appears to be safe. P

For location see Toap Sheet 5-A.

13...

Cvcrai11 Crnditjon:

1. Safc X

. incr r~o--tir- -KicJzd______ ________

3. (Conditi.-n11y sa-u - m a J, racairs ncczd____

5. P~scrvoir impoundment ne lcnger cxists,~1.,

PKcornm.'- rlmc~val 'rci insn-cti,n list_ _ _

. . ... . . . . . . . .-.. . . . . . . . . . . . . . .



February 25, 1974

Le is A, NewbILl, Chief Water Zngineer
?ittsfield Water Comission
Water Department
?tttsfield, -assachusetts

?X: Inspection - Dam t&--L &("
Hinsda le
Cleveland Reservoir 6
Sackett- N;ew Up.er 0--m

Dear Mr. Newbill:

On Jinuary 29, 1974, an entineer from the Massachusetts Department of
* .Public Works insvected the above dams, owned by the CLt7 of Pittsfield.

The inspections wee mado in accordance with Chapter 253 of the
Massachusetts General !.as, its amended by Chapter 595 of the Acts of 197n'.

The results og the inspections indicate that these dowa are saie and
wall maintained. The following minor deficiencies were noted:

Ctveland Reservoir - Dom !, !-2-t ;2-4

1. tidely scattered growth of brush in the upstrem rock slope.

2. The growth of brush at the too and lower downstream slope.

- .According to the report these areas will be attended to this sumaer.

Sackett - v T er--2-l2-7

1. Some minor spalling at nn e.xpnnsion joint in the wasterly
lvl which should be repaired.

2. amove the t±8ht growth of brush from the upstream rock
sLope and along the &pil1V.:y channel walls.

I"

2-: -.-.-



Cleveland Reservoir &
S3ckett - Mw Upper Dams
Inapection - Dame iit-2-L32-4 & 7 -2- February 25, 1974

3. The earth abuttin8 the westerly spillway and channel has
settled and impedes surface runoff. This area should be
filled with suitable material, properly compacted and
3raded, and should be observed carefully for possible
future settloment.

We call these conditions to your attention now, before they become
serious and more expensive to correct.

Very truly yours,

FRED. C. SCHWEU
!XA :jap Deputy Chief Engineer
c. c. D. P. Amidon/ ,

Rt. Jordan ,,,

JO 7



IN1SPECTION REPORT - DPS ANID RESERVOIPS

.Location: )OW/Th'an HINSDAI~ ar o 1-2-132-7

Name of Darm Sackett N few Upper Iscedb:Rfljordan-PFFiezzie

.1Date of Isection 1/29/74

2. Prey. Inspection
-- C~,rner/s: rer: Assessors_____

a ~~~Regj. of- Deeds . Pers. Contact________

City of Pittsfield - City Hal)U Pittsfield, k{A 499-1100

areSt. &No. City/Town State Tel. 11lo.-

raeSt. a No. C ity/ Tovin Statc Tcl . No.

3.
meSt. N ro. Ci ty/Town State T-il . Nlo.

r 3.
Carntal!er FEif any] e.g. succrint..ndart, Plant manager, app-cinted; b--. absenteLe
owner appcinted by multi1 owners.

Luis Newbill City Hall Pittsfield,{A 499-1100
Nae t. N ro. Ci ty/Totwn, Stat-2 Tel . Mc.

R ~~~:c. of Pictur,-:s ttUen 3 ___

Deciqree of Hazard: rif dam should fail compleclyl*

f 1. 'ino r . . 1 drt~ X

Severe .4. Disastf.ro.us________

*T'.i s ratinr4 may chanoe as land use chian-.es 'futurc dcizvelopmonitJ

Outlet Control: Autonatic . r~~

Cnraiv X yS* no.

Corvients: ___________________________

* utUMLr.arn rdCC c-, Darn: Lon,icn

P.

r3. ;'ajor Rcpairs . I rvgnt Rc-rirs

comennts: ___________________________



L. ~ L-162A 2-.

Dc-nistrean FaCE Of IWILM: C'!- di t i C: CC: 11 X2. icrPoi

." ~or Pe z.r s 4.Uraczr. PRc.airs .

Emcrcr~c Spi1~y~ Condi ti orI 1. (c-d .2. TNircrPcis___

3. 'Iajor Rc-tairs .. Urgent Rep-irs

Cormcnts:___________

r.

t ri , v: ti m of in.s c c ion 0.1 .ft. a b 0v c x . dcow~___

ton of dar______

orincii1cil'r x

Sumar; o 4 n firCicnCi.S ['otec

~r~*t~ Frc.s an~d Brushl on Em!',:.nkmrtx

Arv~ 4!a urrc--'s '7-nd. .4?s;~uts. .

,im t o sloDx:s orton of d______________________

Crac!:.-:' cr Dm~ir d : isonr', X

Evi6-.nc-Z.. c-i &;, . _ __ _ _ __ _ __ _ _ __ _ __ _ _ __ __ _ _

EvidE~ncc cf Pi!)inj____________________________

Trish a-id/-r . r i m iccdi-m flo'. ___ __________________

Cl oarrcA cr '!Iocl,;m srill 1, y_ _____ _________

0 th .r________________________ __

14



* ~ ~ ~ 7 * . 7~~

- . L-1.58 B
- 3 - DAM HO. 1-2-132-7

12. R.:marks ," Rcomnimmndations: [Fully Exrlain]

The embankment and top of the dam is in good condition. Some very light brush is

* growing through the upstream rock slope. The condition is minor at this time.

The concrete 3nillway is o.k. , except for some spallin, at an exp,-nsion joint in the

westerly wall. The brush groin along the spiliwzy channel walls should be removed.

The earth abutting the westerly spillway and channel wall has settled. This condition

hampers surface water runoff. The City should be advised to fill and seed the low

areas adjacent to the wall to allow for proper drainage. lso, the spalled expansion

Joint should be repaiied.

Investigation of the toe showed it to be dry and stable.

Txcept for the noted deficiencies, the dam appears to be safe.

The description of the structure was submitted in 1972. To chnnges were noted.

*- For location see Topo Sheet 5-A.

1 13.

vcrall Crndition:

2. .inor rpa i rs necdzed

3. Cnnditi-. ally safe - najr repairs nucdcd

. Unsafe

5. Pscrvoir imrpoundmcn t nc 1onger rxists .:x.1nin]

.R~.cmmdn rcncvzl fron insr-,cti-n list

S-15...............



PIT iSi!LD WA!477 CCMMU!SSC%N
%YAT2? DZ7ARTV1=NT

C IT Y O F P'TS F IEL D
M AS 3AC U S TTS

* January 15, 1973

Mr. Malcolm E. Graf_
* Associate Commissioner

Mass. Executive Office of Transportation &Construction
Department of Publ ic Works
Office of the Comnissioner
100 Nashua Street-
Boston, Mass. 02!14

RE: Inspection of Pittsfield Dams
in '.!fashinaocn, Hindsdale and Daiton

Dear Mr. Graf:

This is to inform you of action being taken by the
Pitt' sf iel d W4ater Department i n records to Sackett Distri-
butor, Ashley Lake Pnd Farnham Reservoir Dams.

The consulting engineering firm of Metcalf & Eddy will be
engaged by this Department to make an in-depth survey or '
Ashlev Lake and F'arnham Dams to determine the ncl-ure and
the- extent of repairs required. This effort wifl Ibe
schieduled for the Spring of 1373.

. iv With regards to Sackct, Distributor Dam, we are still
awaiting word from the Selectmen of the Town of Dalton
on wjheth er or not the Town of Dalfton i ntnd to take
over responsibility for this dam and to po~~te.
for the approx i mtal y 22 familI es being servNicc c th i-s
rcservoi r..

Very truly yours,,. -

- 1
.................................................................... ...
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INSPECTION REPORT -DAMS AND RESERVOIRS

1. Location: City/Town H1TSDAXU . Damn No. 1-2-132-7

Name of Damn Sackett N ew Upper .Inspected by: R D Joidan

Date of Inspection_______

*2. Prey. Inspection X
Cwner/s: per: Assessors.

Reg. of Deeds . Pers. Contact. -

1. City of Pittsfield Cityv Hall Pittsfield, 11A 499-UO
N am, e St. No . C ity/ Town State Tel. NJo.

flame St. Mol. City/Tovwn State Tel. No.-

3.
Narne St. r, No. City,/Town State Tpl. r~io.

* 3.
Carr'tak,,er [if anY) e.g. suporintcndent, plant manager, appointed by absentee
owner, appointed by multi owners.

-Louis Ilewbill City, Hall Pittsfield, MA 499-1100
NmIS t a N!o. C ity/ Town State lei. No.

4.-
Noa. of Pictures taken 3

D c- f Hazard: [if darn should fail completcly]*

1 . "I nor__________ 2. !4oderatc X

3. Severe__________ 4. Disastrous________

*This rating may change as land use changes Lfuturc denvelopment]

Outlet Control: Automatic M ianual x-

Operative CS 110 n.

Cornents:_______________________________

Upstrcam Face of Darn: Cond'iition:

1. C'ood X . . inor REn.iirs. -

3. i"ajor Repairs .4. Urgent Repairs___

Coninents: ___________________________

20a



L-l61 A

2 -DAV' NO. 1-2-132-7

Gm'-mstream Face of Darn: Condition: 1 . CoodX 2. !i1cr Reoairs

3. t'-ajo r Feoairs 4. Urqgont RCnairs___

Com:2nts:_________________________________

Emergecncy Spillway: Condition: 1 . ~Cod .2. Mtincr Rerpairs____

3. I'ajar Repairs .4. Urgent Rcpairs _

- ~~~~Comments:____________________________

'fater level timc of inspection: 8 .ft. abOvc bClOkw- x

tor. of der,______

*orincipal spillway x

Summary of DficienciL-s Noted:

Gosth [Trcc~s and Brush] on Embnknient Nn

* Anima~l lourrcw.-,s i.nd Washiouts

Damaoc to slopes or ton of dam ft

Crac!..cd cr D-image~d 'Iasonry__________________________

Evid.,nce Of SLQPagG_____________________

U. Evidence of Piping___________________________

Erosion___________________________________

L ~~~Trish and/cr decbris irnocding flow_____________________

Cloaccd or blocked srilli.-ay_____________

Other

L

............. * ~*v~-.**.. -21-..---.. .
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L -1 5 8 B . _ .- 3 - D/ M 11O. 1-2-132-7 6

12. Remarks R Pccorrndations: [Fully Exrlain.

Mr. L. Newbill, J. Pierce, and A. Gerlach, of the Pittsfield Water

Department were present at the inspection.

The City has a continuous imspection and maintenance program in

operation for this dam. The slopes and embankment are in good condition and

well mowed. The concrete spillway shows no signs of cracking or spalling and is

in good repair.

The failure of this dam would destroy lower Sackett dam and could

imperil life and property along Kerchner Road, and IMountain Drive and

Washington kluntain Rcid.

13.
Cvcrall Crondition:

1. .-. _. _.

2. inor rcD'iirs nEcdzd-

3. Conditi:'.n.11y S.2f - major r~oairs fleded___

. -cScrv-ir imrnoundmrt no lonqer rxists E-xp1.inl

ralIro nsrnctin list
-B-22-



i lrch 10L, i912

1AW1 LeisNewbi.19 '..ater Engineer

'Civ~ hal

ite: inspection c. . a~a

"'he . ssach.;t A'jeta art.. iit o'~ ub2lic .orks inaulpecteC.i
aeket.mn u Upptur Jam in '.he 'Wa of hiuic~las 02& whiCh the City of

21ttsiela is thre owna.r.

Le ti)ectlion -.,,s iadu i.n acuorae -".ith Chait.or .
.401* o thez :I~huatta ,kmral. ~..,a~s Ci~iksIe by Lhapter 595 of the
:~ c- Act3 of 1.97(J.

The reaul]ts of W4.o inspecLioA iamicatWi that rno
I i~~ec~~iate~i.itunance or rupaira were re.juired; huwevi~r, ttie foUJ:;wA.-L

itc:-z were rioted tha~t will req:.uire your attention in the future:

1. mtexove uebris and groijth from sipillway.

2. vLepair brokem 24-inch outlet piA..

.a i~ra calli- trieso ite~rm to your attention now be-
fo£re they beco...e more oerious auiiz exens~ive to cor-rect.

* - Very truly yours,

Of.puty Chiuf .ngi. ur

L ~ ~ ~UA: eh .1If

.......... e .4o&Oit. el



L-lE~DESCRIPTIONI OGF 0M

DISTRICT ONE

Submittcd by R D Jordan Dam No. 1-2-132-7

Gts 9- Z:-3 --- L Ci ty/Tz wn HrwgsDL

Niame of Darn Sackett - New Upoer

Leoc ati on: To -1 Sh c 2t H!o 5-A

Provide 8-1/2" x 11" in clzar cooy of '-opo m~ap withi location of Gamn
ci aarly indicated.

Year built: 1947 Year/s of subsEqu-rit rcpairs 1947

Purzosa of Dam: WtrSupply cctoa___________.

Trric;a;ticn _______.Other________________

Dr~iirage A*rea: 1s,. mi. __________acrcs.

N~ormial Pondinf7 Prea: fAcrns; Av.D2Pth_________
Imnoundmcnt: 1r5 MG -1ls;_____________crft

N~o. and typc of dvicllings locatod adjacent to pond or ros:orvoir_______

i.c. surn;..r h.omos etc._____________________

7.
Diricnsions of Dr-,,: Lcength 6401 'x HeiAght 60,

Slopes: Upstream FacE 3/1 earth -rock cover .

DCwvnstra;an Fac: 3/1 eart

Width across top_ 15,

8.
Classification of Cam by I'lterial

with conec.
Erthcop . Ccrc. Ilasonry%. Stone- liasrnry____

Timber .Rockfill _______.Other_______

A~. OL-scrintion of pr~s,.nt land us rc: dn,-nstr;-am- of darn: ___________

50 rural soj .J urb,;n.
B. Is tiicre a storaqt arca or flocd plain dotwnstrcar. of 0~m wihicih coulc;

acccErodate the impoundment in thr- eVCnt Of a COMnItL d7M failvr-e
Ycs_______ . o............

. . . .. . . . . . . . . . . . . .



L-lG9 A

DAM NO. 1-2-132-7

10.
5 Risk to life and p'ropcrty in event of cornplctc failure.P

;10. of pz'pl c See Report

lo. of :ores_________

No. of rlusincsscs.

No. of Industrics . Tyre_________

NO. cf Uti1it'ies .Tyre________

Rail rads

Other cizms___________

Other_____________

Attach Sk-tclh ff da~rt -c this formIn sho-di sL-ctin and -Ia.- c- F-1/2" x 1111
sheet.
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INSPECTION OF DANS Daam #11-7

City or Town of Hinsdale Date June 1, 171
R.1Northrup -

Name of Dam Sackett - New Upper Inspector P.Fezzie

Oiner City of Pittsfield Address City Hall - Pittsfield

Caretaker City of Pittsfield Address City Hall - Pittsfield

Location South of Pittsfield Id. (Kirchner Rd.) A mile from Dalton Tawn Lie

Type of Dimensions Earth fill - concrete core - 600' long - 60' high

Spillway, type and size 60' long- 61 freeboard

Outlets, type and size 24" CI blow off - 24" & 12" water mains

Flashboards, type and height none

Date Built 1947 Condition good - except as noted

IIhIen last repaired 1947 By whose orders _-_

Nature of Repairs -_-__

Purpose of Dam water supply - City of Pittsfield

Approximate storage of water 155 ",M

Approximate area of water shed 1 square mile

Possible danage due to failure of dam to life and property below

F.-rmarks water 1" below spillway - debris and growth in spillway - some concrete

missing corner of wingwall - water running from riprap at 241, butlet - pipe

is apparently broken inside of embanIment

Recommendations AMMM clean and repair spil!iay. as needed, repair outlet pipe

B-28



r COUNTY OF BERKSHUREs MA5.
INSPECTION OF DAMS

Ciyo~ouo1ifsdaleDt 12,Augiist 1966

Namo of Dam. Sackett New Utpmr Inspector Louis J. D1monid-

City of PittsfielO 33 Pe;.rl St.
Owner ------------------------------------------ Address. .------------------------------- Tel. -

Caretaker --- -- ------------------ Addruss .L.i -- r -35 -------- ----- Tl

ISW par Looto town -westerly of Pittsfield -id.

Typ ad Dmesios.E-rth fill-Conc. core- 600' 1g. -60' high.
Type and ----------------------------------------------------------------- - ------------------------------

Spillway, type and size -------- onc 601 1 frpeboird. ___

24"1 C.I.- blow-off; 24" and 12" lines.
Outlets, type and se --------------------------------------------------------------

Flashboards, ~ ~ I tyeadhihone ---a-------------- typ -hegt---------------------------------- ---------

SI Data Built.-I94 Condition Good
-9 -_-__--- --- ---- ---- ---

When last repaired ----------------- ----------- By whose orders..

Nature of Repairs -------------------------------------------------------------------------

Purpose of Dam_ W4ater Supply-city of. Pittsfield.
1502000;000 gals. _______

Approximate storage of water-- - -... __________

Approximate area of water shed 1 . .......

Possible damage due to failure of dam Could__dar9ZP. pro..-------e----

Remarks -- Wt,-r down 8" -Youth corns hos corplted clearance

* - ~~of structure,-Q.K.________

Recommendations ----------------------

-~~~~~~~~ ~ ~ ~ -- - - - -- - - -- - - - - - - - - - -

-~~ ~~~~~~ ~ ~ ~ ~ -- - -- - - - - - - - -- - - -- - - - - - - - - - - - ---



FINAL REPORT ON THE CONSTRUCTION OF

SACKETT BROOK UPPER DAM AND APPURTENANCES

MARCH 15, 1949 2044
MEDCALF & EDDY 1

STATISTICS

Area of watershed 1.0 sq. mi. -
Capacity of reservoir 155 ml. gal.
Surface area of reservoir 21 acres
Estimated safe yield 0.75 mil. gal. daily
Top of dam El. 1526

Top length of dam 660 ft.
Maximum height at center line of dam 60 ft.
Maximum width of dam at base 300 ft.
Top width 16 ft.
Freeboard 6 ft.
Volume of earth fill 100,000 cu. yd. 4

Volume of concrete

Core wall 1,360 cu. yd.
Gate structure 267 cu. yd.
Spillway 833 cu. yd.
Conduits and misc. 220 cu. yd.

Total 2,680 cu. yd.

Spillway crest length 60 ft.
Spillway design discharge capacity 1 125 cu. ft. per sec.
Spillway crest El. 1520

Length of relocated highway 2,100 lin. ft.

The reservoir is located on Sackett Brook just west of the

old Pontoosuc Turnpike, so-called, now known as Kirchner Road in

the town of Hinsdale just east of the southeast corner of Dalton

township, about five miles east-southeast from Park Square,

?4ttsfield. The watershed is uninhabited and largely wooded.

The reservoir designed to serve primarily for storage has

generally steep s4des and a flat bottom. Clearing and grubbing

of the entire area was carried up to two feet above the flow line.

The earth fill dam contains a concrete core wall, a 24-in.

blowoff outlet pipe through which water may be discharged to the
• ~~~.................. .. ........ .,.. .................. -



old intake reservoir about 1,000 ft. downstream by way of the

original brook channel, and also a 12-in. intake at a slightly

Shigher level and a 12-in. outlet pipe. The 12-in. outlet pipe was

provided for a possible future direct connection of this reservoir

to the distribution system. All pipes pass through the concrete

gate structure, topped with a brick operating room where gate con-

trols are provided.

. The upstream surface of the dam is protected with cyclopean

riprap down to El. 1485 and the downstream surface is loamed and

seeded to grass, and provided with a rock toe below a gravel drain

* section of bank-run gravel.

The spillway is at the west end of the dam. Below the con-

crete overflow weir section a concrete channel is provided north-

erly to a precipitous ledge, over which the flow is discharged to

3 the original brook channel.

In order to permit the construction of this reservoir it

was necessary to telocate a 2,200-ft. section of the old county

C highway along the easterly side of the reservoir.

Filter-protected tile drains were provided under the spill-

way discharge channel and along the downstream toe of the dam east

of the brook channel.

The borrow areas were planted to conifers and seeded in the

spring following construction operations after grading for erosion

control.

* -Construction Methods. The clearing operations were speeded

by the use of portable power-driven hand saws. Grubbing was done

by bulldozers for the most part. Stumps were removed ffrom theLL

• "v . • ..,- .'. '.." -../ .. . . . ... ..,- ... .... . . . ..... .. . ..... '



= .jL uumps, ana covered with earth. Small brush was

mowed and the entire area was raked and burned by a hand crew.

The damsite was cleared of loose surface boulders'and

stripped by bulldozers, as were also the borrow areas.

The core trench and pipeline trenches were excavated in

part by backhoe and dragline, and in part by clamshell bucket, "'

with final shaping by band, and using pneumatic spades in tight

material.

Clearing and preparation of the site was done in spite of

cold rainy weather which persisted through the spring and into

the early slumer of 1947.

The major part of the earth fill was secured from the ad-

jacent hillsides, above the relocated highway on the east and both

above and below the flow line on the west. This location made it

possible to place all this material with scrapers of 12- to i4-cu.

yd. (cubic yard) capacity hauled by D-7 or D-8 caterpillar trac- .

tors. For the most part space limitations were such that units

were most effective.

Additional spreading was done by means of a road grader

and a bulldozer operating on the fill. Stones were removed from

the fill after spreading by rakes mounted on a bulldozer blade. -

The teeth were about 8 in. long and were set 6 in. apart on cen-

ters.

Compaction from the operation of the bulldozers and scrap-

ers was found to be adequate for the most part. Extra passes of .

the equipment for compaction purposes were made when required.

The use of a sheepsfoot roller was found to be impractical with

the material used.

• .
o
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Backfill around conduits, core wall, and structures inac-

cessible to equipment was thoroughly compacted with hand-operated

pneumatic tampers.

The gravel drainage section of bank-run gravel containing

some 20,000 cu. yd. was hauled from a pit about 3 miles east of

the site located just north of Muddy Pond between Route 8 and the

B. & A. R. R. owned by Leona G. Fassell. This material was hauled

in by small trucks of 2- to 5-cu. yd. capacity for the most part,

loaded by a power shovel in the pit, spread and compacted by D-7 p.
bulldozers on the fill.

The major part of the earth fill was placed during the

months of September and October, which were almost rainless pro- p
viding ideal conditions for these operations with this material

which contained a large percentage of fines and a high natural

water content. L

The concrete was transit-mix furnished by the Berkshire

Gravel Co. of Pittsfield, placed by means of a bottom discharge '..

bucket handled by crane, and vibrated in place by means of a me-

chanical internal vibrator. Trunks were used where forms were

over 5 ft. high. Final water content was determined by field

consistency and slump tests.

Concrete was placed in sectional steel forms furnished by

the Economy Forms Corporation of Des Moines, Iowa.

Materials and Tests. The concrete mix for the job was es-

:ablished by the Thompson & Lichtner Co., Inc., of Boston, and is

Zummarized in the following:

L
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Materials Properties

Berkshire 1" 1-1/2"
coarse gravel gravel
sand blend blend

Weight dry loose, lb./cu.ft. 99 91 91
Specific gravity 2.68 2.62 2.62
Absorption, percent 0.4 0.7 0.7

Quantities per Cubic Yard

Class concrete 2,750 lb./sq. in. at 28 days
Actual W/C ratio 6.5 gal./sack
Approximate slump lit
Size gravel i" 1-1/2":
Actual cement factor 6.0 sacks 5.75 sacks
Proportions,
dry loose volumes 1-2.01-3.53 1-2.1i+-3.75

Condition of aggregates Dry Damp Wet Dry DamD* Wet

Cement, lb. 564+ 564. 564 51l 5+1 541+
Sand, lb. 1,200 1,260 1,290 1,220 1,280 1,310Gravel blend, lb. 1,930 1,960 1,970 1,960 1,990 2,000
Water, total gal. 2 3.68

to add 41.2 3M 26.4 39.6 28.8 24.7

*Mix used.

The 1-in. gravel blend referred to in the above consists of

two parts 1-in. gravel combined with 1 part of 1-1/2-in, gravel.

The 1-1/2-in, gravel blend referred to consists of two

parts by weight of 1-1/2-in, gravel and 1 part by weight of 1-in.

gravel.

It is to be noted that the above size designations do not

conform to the nomenclature used by the Berkshire Gravel Co. The

size above designated as 1 in. is commercially known as 3/1+ in.

being mainly between 3/4-in. and 3/8-in. screens and the size

above designated as 1-1/2 is commercially known as 1 in. being

mainly between the 1-1/2-in. and 3/1+-in. screens.

* / -- . .- .. a.. . . .. . .
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The major part of the concrete used in the work was pro-

portioned as indicated in the preceding table for 1-1/2-in. gravel,

" Damp. ,

Forty-three test cylinders were taken from time to time

during the progress of the work to check compressive strength.

Most of these were well above the required 2,750 psi., (pounds

per square inch) but some failed prematurely, evidently due to

defective casting of the cylinders.

The soil used in the major portion of the dam was so fine

and impervious that it was not considered necessary to make tests

of the permeability. By comparison with similar local soils which

have been tested it is believed that it has a coefficient of per-

meability of the order of 0.1 x 10-4 cm./sec. (centimeter per sec-

ond). By visual control the most impervious material was placed

adjacent to and on each side of the core wall, and in the upstream

section of the dam.

The soil is a well-graded glacial till containing a suffi-

ciently high percentage of silt sizes, so that during the two-

Lmonth drought when most of the fill was being placed the natural

moisture content was maintained in the vicinity of 10 to 12 per-

cent in the borrow, and was slightly higher than optimum at all

times.

Field tests of compaction were made frequently during the

progress of the work, in accordance with the procedure developed

by R. R. Proctor. On the basis of the modified Proctor test, so-

*- called, the actual compaction of the earth placed in the dam was

found to be from 90 to 100 percent of the optimum, and the dry

unit weight was found to range from 110 to 130 lb. per cu. ft.

;L
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(pound per cubic foot) with the following average of 29 repre-

sentative tests:

121 lb./cu. ft. 95.6% compaction

Record Drawinfs. The details of the principal features of

the work as constructed are shown on two sheets of drawings ap--
/ ' . , - * "

pended hereto.

O .eration. The location of the valves and their function

is shown on the "Plan of Valve Chamber" on Sheet 1 of the record

drawings herewith.

Numbering the valves from 1 to 5 as the operating stands

appear from right to left as one stands in the gate-house doorway

looking in, the description of these valves is as follows;

Valve No. 1., This is a 2i-in. Chapman List 37 FE

pivot valve intended to control, by throttling, dis-

charge of water into the brook below the dam. Pro-

vision for lubrication of trunnions is through two

1/-in. copper tubes extending up to alemite fittings

at the base of the floor stand. The manufacturer rec-

ommends 600W transmission grease.

Valve No. 2. This is a 24-in. Ludlow List 3 rising

stem gate valve opening from the gate chamber into

the blowoff pipe.

Valve No. _1. This is a 24-in. Ludlow List 3 rising

stem gate valve in the blowoff pipe nearest the res-

ervoir.

Valve No. W. This is a 12-in. Ludlow List 4X rising

stem gate valve, admitting water into the gate cham-

ber from intermediate depth.

...........................*..



Valve No. 5. This is a 12-in. Ludlow List 4X rising

" stem gate valve admitting water from the gate chamber

to the future 12-in. pipeline. It should never be

opened until the future pipeline is connected with

'. the lower end of the 12-in. pipe through the dam, the

blank end of which is marked by a piece of 10-in.ME
steel pipe set vertically near the toe of the dam,

and painted red.

The functions of these valves are as follows:

A. To draw water from the bottom of the reservoir for

discharze into the brook below the dam; close valves

F Nos. 4 and 5; open valve No. 3; control rate by par-

tially opening valve No. 1. Valve No. 2 may be

either open or closed.

B To draw water from intermediate depth in reservoir.

for discharre into the brook; close valves Nos. 3

- "? and 5; open valves Nos. 2 and +; control rate by

partially opening valve No. 1.

C -C To drain the gate house; close valves Nos. 3, ,

and 5; open valves Nos. 2 and 1.

D A future oleration, To draw water from bottom of

reservoir for discharge into the future 12-in,

direct connection; close valves Nos. 1 and 1+; open

valves Nos. 2, 3, and 5.

E. A future operation To draw water from intermediate

depth in reservoir for discharze into the future

S12-in, direct connection; close valves Nos. I and 3;

open valves Nos. 4 and 5. Valve No. 2 may be either

.""open or closed.

.....................-*.•*..,****..**.*. *......



Under normal conditions, all gate valves should be either

fully closed or wide open. Valve No. 1 is intended for use where

throttling is required. 4
The gate structure is provided with an intake chamber for

the 12-in. outlet protected by double screens having 3 meshes per

inch. This chamber and the screens will be needed if and when the

12-in. outlet is connected directly into the system. The double

screens permit the removal of one for cleaning, leaving the cham-

ber protected by the other. A chain hoist and a special grapple

are provided for handling the screens.

A ladder of cast-iron manhole steps leads from the manhole

at the left of the gate-house door to the bottom of the above de-
P-

scribed intake chamber.

Another similar ladder leads to the bottom of the gate

structure from the large opening with double checkered plate cov-

ers nearly opposite the gate-house door.

A weir having a 3-ft. crest has been provided in the brook

channel below the dam for measuring seepage and low discharges

through the 24-in. blowoff pipeline. :3

Attached is a curve showing the approximate capacity of the

:eservoir to various elevations of water surface. This is based

on the topographic survey made by the City Engineerts office in

1944, no detailed resurvey having been made subsequent to construc-

tion.

The logs of borings prior to construction are shown on the

:ontract drawings. These drawings and the logs of additional bor- 7.-

ngs made during construction are on file with the County Engineer. ". ""

Respectfully submitted,

METCA?4 EW%? .

Art h ur t.Shaw

771
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REPROOUCED AT GOVERN'ENT FXPEP4SE

PHOTO NO. 1 -Upper Sackett Reservoir viewed from
spillway crest.

PHOTO NO. 2 -Concrete spillway channel viewed
from spillway weir.

c-3
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Rr-PRoflIicr 0 AT GOVERNML NT FXPENSE

PHOTO NO. 3 -View of spillway channel, winqwalls
and weir.

PHOTO NO. 4 -Upstream riprap
face and gate
structure on
right half of dam.'"*

C-4
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RFPROrtIcFD AT GOVERNMENT FXPENSE

r

PHOTO NO. 5 - Downstream face and gate structure
viewed from left side of dam
embankment.

PHOTO NO. 6 -General view of outlet discharge
channel.

C-5
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nrPROrnUCrn AT GOVERNMENT FXPENSE

PHOTO NO. 7 Seepage area on
left side of outlet
structure above
outlet channel.
About 3 to 5 gpm o0
clear flow.

PHOTO NO. 8 -Outlet structure at downstream toe.

C- 6



FXPENJSE

PHOTO NO. 9 -Seepage area at
intersection of
downstream toe and*-,

* - right abutment
about 100 feet
from right side of:-'..
dam.

PHOTO NO. 10- Crest of dam from
spillway.

C- 7



iii PnoflUCm AT I U)VERNMENT FXPENSE

FWI
PHOO N. 1 Bae o gae trutur whre rasnI

PHOTONO. 1 finBs o gate structure whe hatr

settlement of crest has occured.
However, subsidence in this area not
obvious.

PHOTO NO. 12 -Spillway weir and settlement of crest
up to 1 foot just behind right wallJ
of spillway.

C- 83



REPRODIJCD AT dOVR~fE~pg FXpftff

PHOTO NO. 13 -Spillway discharge channel downstream
of chute.
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